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CI1TY of CALABASAS

This document outlines the minimum requirements for submitting plans for residential generator projects, helping to
streamline the process and reduce processing time. All agency approvals, required documentation, and plan details
specified below are required for Building and Safety submittal.

Fire Department Approval

= Diesel fuel tank > 60gal
= LPG tank > 500gal
= Propane tank > 250gal (less than 250gal contact local fire station to verify tank location)

Planning Department Approval

= Zoning Clearance issuance

Generator Weight > 400 Ibs.

= Structural details & calculations in accordance with ASCE 7-16 Chapter 13 are required for generators 400 Ibs. & larger

Permit Applications

= Building Project Identification Form
= Electrical Permit Application
= Plumbing Permit Application

Site Plan

Scope of work

All current & applicable building codes

Property information (address, homeowner name(s), etc.
Location of proposed generator shown and identified

Setback distance shown for property line, utilities, & the structure
Specify generator fuel supply type including:

¢ Fuel gas line diagram (natural gas)
¢ Fuel tank location & size

Location of electrical disconnect
Location of emergency shutdown device [CEC 445.18(D)]

Single Line Diagram

Main service panel rating (Main breaker & Busbar)
¢ 400A Main service may require electrical engineer stamp on plans
ATS rating [CEC 702.4(B)]
Generator make and model [CEC 445.11]
Conductor size [CEC 445.13]
Grounding and bonding

Electrical Load Calculation [CEC 702.4]

Manufacturer Specifications / Datasheets [CEC 702.5]

= Required for transfer switch and generator

Signage [CEC 702.7 & CEC 445.11]

Directory placard on service entrance CEC 702.7(A) & CEC 705.10]
Grounding Warning Sign [CEC 702.7(B)]

Portable Generator Inlet Sign [CEC 702.7(C)]

Manufacturer Nameplate Signage [CEC 445.11]




